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000000000 000oonbObDOOddddadadd the fuel should be used regularly check gun atomizing status,
avoid the oil burned out, many oil did not pass the atomization spray directly onto the hearth or pipe wall. operation
such as exhaust temperature found abnormally increased, should be based on practical operation completes the
operation analysis correction of temperature measuring points, not blindly disposal. open the add volume should be
slow to be careful, be well ahead of the superheated steam temperature of superheater tube wall temperature
adjustment to strengthen supervision.
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